
 

 

Veneklasen Associates 
Consultants in Acoustics | Noise | Vibration | AV |  IT   
 

 

1711 Sixteenth Street ¶ Santa Monica California 90404 ¶ tel: 310.450.1733 ¶ fax: 310.396.3424 ¶ www.veneklasen.com 
 

November 26, 2019 
 
City Ventures 
444 Spear Street, Suite 200 
San Francisco, California 94105 
 
Attention: Jason Bernstein and Samantha Hauser 
 
Subject:  Morgan Hill 7 
  Morgan Hill, California 
  Exterior Noise and Façade Acoustical Analysis 
  VA Project No. 4616-015 
 
Dear Jason and Samantha: 
 
Veneklasen Associates (Veneklasen) has completed our review of the exterior noise and vibration levels at the 
proposed Morgan Hill 7 development in Morgan Hill, California. This report represents the results of our findings. 
Veneklasen has utilized historical Veneklasen measurements and results from an acoustical noise and vibration survey 
from another engineering firm for this analysis (Appendix II). Veneklasen utilized the information to develop a 
computer model to assess noise levels and mitigation requirements. This report has been updated in response to the 
November 18, 2019 peer review comments provided by Bollard Acoustical Consultants (BAC). 

1.0 INTRODUCTION 

This study was conducted to determine the impact of the exterior noise and vibration sources on the Morgan 
Hill 7 project in Morgan Hill, California, and to determine the method, if any, required to satisfy the noise and 
vibration standards of the State of California and the City of Morgan Hill. 

The project consists of 3-story townhouse-style condominium buildings. The project is bounded by Monterey 
Road to the west and north of the project boundary, Union Pacific Railroad (UPRR) to the east, and existing 
residential land uses to the south. 

2.0 CRITERIA 

LDN (Day-Night Noise Level) is the 24-hour equivalent (average) sound pressure level in which the nighttime 
(10 pm ς 7 am) noise is weighted by adding 10 dB to the hourly level. Since this is a 24-hour metric, short-
duration noise events (truck pass-byΩǎ, buses, trains, etc.) are not as prominent in the analysis.   

Leq (equivalent continuous sound level) is defined as the steady sound pressure level which, over a given 
period of time, has the same total energy as the actual fluctuating noise. 

VdB is a measurement of ground velocity relative to 10-6 inches per second. 

2.1 Interior Noise Levels ς Residential 

ThŜ {ǘŀǘŜ ƻŦ /ŀƭƛŦƻǊƴƛŀ .ǳƛƭŘƛƴƎ /ƻŘŜ ό{ŜŎǘƛƻƴ мнлтΣ ά{ƻǳƴŘ ¢ǊŀƴǎƳƛǎǎƛƻƴέύ ŀƴŘ the City of Morgan Hill Noise 
Element state that interior LDN values for residential land uses are not to exceed 45 LDN in any habitable 
room associated with exterior noise sources. 

If the windows must be closed to meet an interior level of 45 LDN, then a mechanical ventilating system or 
other means of natural ventilation may be required. 

2.2 Maximum Instantaneous Noise Levels ς Residential 

¢ƘŜ /ƛǘȅ ƻŦ aƻǊƎŀƴ Iƛƭƭ bƻƛǎŜ 9ƭŜƳŜƴǘ όDƻŀƭ тΣ άtǊŜǾŜƴǘƛƻƴ ƻŦ bƻƛǎŜ ŦǊƻƳ LƴǘŜǊŦŜǊƛƴƎ ǿƛǘƘ IǳƳŀƴ !ŎǘƛǾƛǘƛŜǎ ƻǊ 
/ŀǳǎƛƴƎ IŜŀƭǘƘ tǊƻōƭŜƳǎέύ ǎǘŀǘŜǎ ǘƘat noise levels in new residential development exposed to an exterior 
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LDN 60 dBA or greater should be limited to a maximum instantaneous noise level in bedrooms of 50 dBA and 
55 dBA in all other habitable rooms. VA utilized the L1 metric άƛƴǎǘŀƴǘŀƴŜƻǳǎ ƴƻƛǎŜ ƭŜǾŜƭέ ŦƻǊ ǘǊŀƛƴ Ǉŀǎǎ-ōȅΩǎΦ  

2.3 Exterior Noise Levels ς Residential 

The City of Morgan Hill Noise sets an exterior noise level LDN goal of 60 dBA in residential areas where 
outdoor use is a major consideration. Where the City determines that providing an LDN of 60 dBA or lower 
cannot be achieved after the application of reasonable and feasible mitigation, an LDN of 65 dBA may be 
permitted. Also, the maximum outdoor noise level for new residences near the railroad shall be 70 dBA LDN.  

Per the BAC report, private exterior areas (balconies, patios) do not fall under this criterion.  

2.4 Vibration Criteria ς Residential 

There are no regulatory requirements for vibration levels.  

The ά¢Ǌŀƴǎƛǘ bƻƛǎŜ ŀƴŘ ±ƛōǊŀǘƛƻƴ LƳǇŀŎǘ !ǎǎŜǎǎƳŜƴǘ aŀƴǳŀƭέ ŦǊƻƳ ǘƘŜ CŜŘŜǊŀƭ ¢Ǌŀƴǎƛǘ !ŘƳƛƴƛǎǘǊŀǘƛƻƴΣ ¦Φ{Φ 
Department of TrŀƴǎǇƻǊǘŀǘƛƻƴΣ ŘŀǘŜŘ {ŜǇǘŜƳōŜǊ нлму όάC¢! wŜǇƻǊǘ bƻΦ лмноέύ is used as a guideline. The 
criterion presented in Table 6-3 of that report for infrequent events (defined as fewer than 30 per day) in 
residences is that the vibration levels not exceed 80 VdB.  

3.0 EXTERIOR NOISE AND VIBRATION ENVIRONMENT  

3.1 Noise and Vibration Measurements 
 
Railroad operations from UPRR and traffic from Monterey Road are the primary sources of noise affecting the 
site. 
 
Veneklasen utilized historical measurements from a project just to the south, at Monterey Road and Granada 
Street. The subject project site has exposure from the same environmental sources (train line and Monterey 
Road) at similar distances. 24-hour measurements were performed from April 7-8, 2014, using a Bruel & Kjaer 
type 2260 sound level meter along with recent measurements performed by other engineering firms. The 
microphone was mounted at approximately five feet above the ground. Ground vibration levels were 
measured using an accelerometer mounted to a stake driven into the dirt and similarly logged using a Bruel & 
Kjaer 2260 analyzer. Both noise and vibration measurements were taken at a distance of 25 feet from the 
railroad track. Short-term measurements were also completed along Monterey Road, approximately 10 feet 
from the edge of the road. Table 1 shows a summary of VeneklasenΩǎ noise and vibration measurements.   

Table 1 ς Veneklasen Measured Sound Levels, April 2014  

Measurement 
Vibration Velocity 

Level, VdB 
Train Pass-by 

Events, L1 dBA 
LDN 

Noise, Train - 82-92 74 

Noise, Road - - 671 

Vibration, Train 78-82 - - 

VeneklasenΩǎ ƘƛǎǘƻǊƛŎŀƭ ƳŜŀǎǳǊŜƳŜƴǘǎ ǿŜǊŜ ǎǳǇǇƭŜƳŜƴǘŜŘ ǿƛǘƘ site-specific reported levels from another 
engineering firm (Appendix II). The measured onsite levels per the report were consistent with VeneklasenΩǎ 
historical measurements. The number of trains captured during the two surveys were also mutually 
consistent and therefore the measurements are expected to represent a typical condition at the site. The BAC 
report questions why only short-term measurements were completed; this interpretation of VeneklasenΩǎ 
report is inaccurate. Veneklasen conducted 24-hour measurements at a nearby site and another consultant 

                                                                 
1 .!/ ǊŜǇƻǊǘ ǉǳŜǎǘƛƻƴǎ Ƙƻǿ ǘƘŜ ƭŜǾŜƭ Ŏŀƴ ōŜ ст [5b ŀǘ ŀ ŘƛǎǘŀƴŎŜ ƻŦ плΩ ŦǊƻƳ ǘƘŜ ŎŜƴǘŜǊƭƛƴŜ ŀƴŘ млΩ ŦǊƻƳ ǘƘŜ ŜŘƎŜ ƻŦ 
the road. These distances have different reference points and therefore experience approximately the same level. The 
difference is less than 1 dB LDN.  
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report conducted 24-hour measurements at the project site. LDN levels were calculated in accordance with 
VeneklasenΩǎ ǎǘŀǘƛǎǘical data model2. Refer to Appendix II for measurement locations and results. Therefore, 
measurements, in our professional opinion, satisfy the question raised as 2 sites were used and both had 24-
hour data. Veneklasen believes this is a suitable data set for evaluation. 

Veneklasen utilizes statistical methodologies2 for establishing design levels for a project as statistical methods 
provide a more reliable understanding of site environmental noise. This has been found useful for shorter 
environmental data sets, which are typical of this site.  

3.2 Computer Modeling 

Veneklasen has utilized the Traffic Noise Model computer software program developed by the FHWA (Federal 
Highway Administration TNM 2.5) in order to predict vehicular noise levels at various locations. The primary 
purpose of the computer model was to determine how the noise environment will change due to traffic and 
site changes. Onsite measurement results were used to validate the TNM model.   

Traffic counts for Monterey Road were obtained from the City of Morgan Hill Public Works Department. The 
Average Daily Traffic (ADT) volume on Monterey Road is approximately 14,000 (2015 count). The engineering 
report utilizes a 2.76% growth in traffic per year based on the City of Morgan Hill Traffic Impact Analysis 
report and traffic counts from 2009. This approximation yields a 2015 ADT of 15,000. Given the traffic counts 
conducted in 2015 indicated an actual ADT of 14,000 at the project site, the 2.76% growth rate appears to be 
higher than reality. Using this approximation is anticipated to result in levels that are higher than actual.  

Using the 17,000 ADT for 2018, the calculated sound level at a distance of 40 feet from the centerline of the 
road is 67 LDN. This corresponds with the levels measured for Monterey Road at Granada Street in 2014. 
With a traffic level increase of 2.76% per year, over 10 years that results in an increase in sound level of 1 dB 
LDN.  

The site plans include a current building setback of 60 feet, minimum, between the noise source and the 
buildings. Therefore, Veneklasen has utilized an LDN of 66 for Monterey Road at a distance of 60 feet.  

3.3 Overall Exterior Exposure 

Based on the computer model and measurements, Veneklasen calculated the noise level at different 
locations across the project site. To simplify the presentation of the exterior noise levels, Veneklasen has 
separated the site into locations based on the sound exposure and required mitigation. The predicted sound 
levels at each zone, shown in Figure 1, are listed in Table 2 below.   

Table 2 - Exterior Noise Levels 

Location Floor 
Exterior Noise 

Level, LDN 
Train Pass-by 
Level, L1 dBA 

Zone A All 68-71 75-80 

Zone B All 63-66 70-75 

Zone C All 58-61 65-70 

Zone D All 60-67 < 65 

                                                                 
2 [ƻ±ŜǊŘŜΣ WƻƘƴΤ 5ƻƴƎΣ ²ŀȅƭŀƴŘΤ wŀǿƭƛƴƎǎΣ {ŀƳŀƴǘƘŀΦ άbƻƛǎŜ tǊŜŘƛŎǘƛƻƴ ƻŦ ¢ǊŀŦŦƛŎ ƻƴ CǊŜŜǿŀȅǎ ŀƴŘ !ǊǘŜǊƛŀƭǎ ŦǊƻƳ 
aŜŀǎǳǊŜŘ 5ŀǘŀΦέ bƻƛǎŜ-Con 2014. Fort Lauderdale, Florida. 
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Figure 1 - Noise Zones 

 

3.4 Exterior Average Noise Level (LDN) ς Residential 

From Table 2, it can be seen that the City General Plan requirement of 70 LDN for all residential buildings is 
met for all buildings except those in Zone A.  

The exterior recreational areas near Monterey Road (putting green, bocce ball court) are within exterior noise 
zones in excess of 65 LDN due to vehicular traffic from Monterey Road. The calculated sound level at the 
bocce ball court is 67 LDN; the sound level at the putting green is 62 LDN. In order to achieve the project goal 
of community connectivity, use of barriers along Monterey Road has been minimized. The sound levels at the 
bocce ball court can be reduced to 62 LDN with a 42-inch high barrier. Both areas are therefore in compliance 
with the City standard of 65 LDN. 

With the revised site plan and recommended barriers, all of the recreational areas are below the City General 
Plan 65 LDN threshold from vehicular sources and 70 LDN threshold from rail sources.  

3.5 Project Impact on Existing Noise Environment 

¢ƘŜ .!/ ǊŜǇƻǊǘ ǊŜǉǳŜǎǘǎ ŎƻƳƳŜƴǘ ƻƴ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŀƴǘƛŎƛǇŀǘŜŘ ƛƳǇŀŎǘ ƻƴ ǘƘŜ ŦǳǘǳǊŜ noise environment for 
existing occupancies near the project. Per the BAC report, the project is anticipated to generate an additional 
1034 daily trips. This number of trips represents a 6% increase in traffic over the 2018 ADT for Monterey 
Road, resulting in a net change of 0.3 dB. This change will be imperceptible to a human ear and therefore 
does not represent a significant impact3.  

4.0 INTERIOR NOISE  

4.1 Exterior Facade Construction  

Veneklasen understands the project will utilize a typical standard exterior construction which consists of 3-
coat stucco over sheathing on wood studs with a single layer of gypsum board on the interior and batt 
insulation in the cavity. 

4.2 Interior Average Noise Level (LDN) ς Residential 

Veneklasen calculated the interior level within the residential units given the measured noise environment 
and the exterior facade construction described above. Based on VeneklasenΩǎ ŀƴŀƭȅǎƛǎΣ ǘƘŜ ƛƴǘŜǊƛƻǊ [5b 
criteria can be met with exterior constructions as indicated in Table 3 below. Veneklasen utilized the glazing 
ratings (glass, frame and seals) shown in Appendix I.   

                                                                 
3 Significant impacts defined as an increase of 3 dBA or more when exterior level is 60 LDN or more. Policy SSI-8.5, 
2035 General Plan, City of Morgan Hill. 

UPRR 8ft. wall 

42in. wall 

Zone B 

Zone C 

Zone A 

Zone D 

Putting 
Green 

Sport Court 

Bocce ball 

Event 
lawn/tot lot 

Optional fire table 
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4.3 Interior Train Pass-by Event Noise Level (dBA) ς Residential 

In a similar manner, Veneklasen calculated the interior noise levels as a result of the train pass-ōȅΩǎΦ As 
described in Section 2.2, event noise level criterion is 50 or 55 dBA for bedroom and living rooms, 
respectively.  

As described above, Veneklasen utilizes statistical methodologies for establishing event levels. The train pass-
by events were composed of two elements: the locomotive pass-by and the rolling stock. The locomotive 
events are significantly louder (30 dBA on average) than the rolling stock sound level. Therefore, Veneklasen 
assessed the two sources independently; the glazing design for train pass-by events was controlled by the 
locomotive pass-by.  

VeneklasenΩǎ ŀƴŀƭȅǎƛǎ ƛƴŘƛŎŀǘŜǎ ǘƘŀǘ ǘƘŜ {¢/ ǊŀǘƛƴƎǎ ǿƛƭƭ be required to be higher than for the LDN criteria 
with ratings of STC 36-42 in Zone A. These are required to comply with City General Plan requirements. 
Veneklasen utilized the glazing ratings (glass, frame and seals) shown in Appendix I.   

4.4 Mitigation Options ς Interior Sound Levels 

Veneklasen investigated a number of options for mitigation of exterior and interior sound levels to comply 
with requirements. These options included: 

¶ Increased building setback from train line; (not enough benefit) 

¶ Increased building setback from Monterey Road; (not enough benefit) 

¶ Use of sound barriers along train line and Monterey Road; (benefit and detail provided) 

¶ Use of vegetation as an acoustical barrier; (not effective) 

¶ Upgraded window/door assemblies; (benefit and various presented) 

¶ Upgraded exterior wall assemblies; (benefit and various presented) 

¶ Change in grade level for exterior recreational areas; (discussed) 

¶ Change in orientation, type and building functionality; (benefit and detail provided) 

¶ Relocation of buildings on the site related to exterior recreational areas. 

The most recent site plan reflects VeneklasenΩǎ ǊŜŎƻƳƳŜƴŘŀǘƛƻƴs in order to mitigate level by orienting and 
locating buildings, adjusting recreational areas, and incorporating a sound wall.   

In selecting a mitigation option to recommend, Veneklasen balanced the requirements for the exterior and 
interior mitigation, design goals for access to the project, and the efficiency of the different options. 
Veneklasen presents below our recommendation as a balance among all these factors.  

4.5 Recommended Mitigation 

The recommended mitigation strategy includes construction of an 8-foot-tall sound wall along the train line 
at the project property line. The barrier would extend along the entire project boundary on the railroad side. 
A barrier is also required for the seating area and bocce ball court near the project entry between the 
recreational area and Monterey Road. This barrier shall be 42 inches in height, minimum (refer to Figure 1). 
The BAC report questions why the barrier is not taller to provide shielding for standing players utilizing the 
bocce ball court. This is to balaƴŎŜ ǘƘŜ ǇǊƻƧŜŎǘΩǎ Ǝƻŀƭǎ ƻŦ ŎƻƳƳǳƴƛǘȅ ŎƻƴƴŜŎǘƛǾƛǘȅ ǿƛǘƘ ǘƘŜ /ƛǘȅΩǎ ŀŎƻǳǎǘƛŎŀƭ 
requirements. The predicted sound level at the bocce ball court is 64-65 LDN with the 42-inch barrier. This 
level is not expected to have an adverse effect on bocce ball players.  

For units in Zone A, provide solid balcony railings that are a minimum of 46 inches tall.  

With this mitigation, the sound levels at all exterior recreational areas are reduced below the 65/70 LDN 
(vehicular sources/rail sources) threshold required by the City. In addition, the 8-foot wall provides reduction 
in exterior level at the northern building facades that face the train line, such that the glazing STC ratings can 
be reduced on the first floor as indicated in Table 3, and balcony railings are recommended to provide 
acoustical shielding for balcony doors, where used, since acoustical ratings are more limited for door 
assemblies than window assemblies.  
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Table 3 below shows the glazing and exterior wall construction requirements with the inclusion of the sound 
walls. The sound wall may be constructed from any solid material with a minimum surface weight of 2.5 psf.  

Refer to Appendix IV for sample calculations. 

Table 3 - Calculated Interior Maximum Noise Levels with 8-foot Sound Wall 

Location Floor 

Exterior Sound Level 
Glazing Rating 

LR/BR* 

Exterior Glass 
Door Rating 

LR/BR* 

Interior Sound Level 

LDN Event Level, dBA LDN 
Event Level, dBA 

LR/BR* 

Zone A 
2-3 68-71 75-80 STC 40/STC 42 STC 36/STC 36 <45 55/50 

1 62-65 69-74 NA/STC 40 NA/STC 33 <45 NA/49 

Zone B 
2-3 63-66 70-75 STC 40/STC 40 STC 33/STC 33 <45 55/49 

1 < 60 64-69 NA/STC 33 NA/STC 30 <45 NA/48 

Zone C 
2-3 58-61 65-70 STC 30/STC 30 STC 30/STC 30 <45 48/49 

1 < 60 62-66 NA/STC 30 NA/STC 30 <45 NA/<45 

Zone D All 60-67 <75 STC 30/STC 30 STC 30 <45 <55/<50 

*  LR/BR means Living Room/Bedroom 

5.0 INTERIOR VIBRATION LEVELS (VDB)  

The vibration survey report cites measured levels in the ground of 61-70 VdB at a distance of 40 feet from the 
tracks. With the revised site plan, the closest buildings are now approximately 60 feet from the tracks. 
VeneklasenΩǎ ƳŜŀǎǳǊŜƳŜƴǘǎ ŀǘ ŀ ƴŜŀǊōȅ ǎƛǘŜ ȅƛŜƭŘŜŘ ƘƛƎƘŜǊ ǊŜǎǳƭǘǎΣ ŀǘ ŀ ǎƘƻǊǘŜǊ ŘƛǎǘŀƴŎŜ ǘƻ ǘƘŜ ǎƻǳǊŎŜΦ Lǘ ƛǎ 
unknown if soil conditions between the two sites are similar enough to yield a comparison. The BAC report 
questions why Veneklasen ǳǎŜŘ ǘƘŜ ƻǘƘŜǊ ŜƴƎƛƴŜŜǊƛƴƎ ŦƛǊƳΩǎ ǊŜǇƻǊǘŜŘ ǾƛōǊŀǘƛƻƴ ƭŜǾŜƭǎ ƛƴǎǘŜŀŘ ƻŦ ǘƘŜ ƘƛƎƘŜǊ 
levels measured by Veneklasen. Veneklasen utilized the other engineering ŦƛǊƳΩǎ ƳŜŀǎǳǊŜŘ ƭŜǾŜƭǎ ŦƻǊ ǘǿƻ 
reasons: first, they were conducted on the site and represent site-specific conditions; secondly, the measured 
levels are mutually consistent. VeneklasenΩǎ ƳŜŀǎǳǊŜŘ ƭŜǾŜƭǎ ŀǊŜ ŜȄǇŜŎǘŜŘ ǘƻ ōŜ Ƙƛgher as they were 
measured at a location closer to the source.   

Veneklasen evaluated the site based on the reported vibration levels at the site and has concluded that 
railroad-induced vibration levels would be below the 80 VdB guideline for acceptability.  

It should be noted that compliance with the FTA guidelines does not indicate that vibration will not be 
perceptible. Events that occur at that vibration threshold would be noticeable and may cause secondary 
events such as rattling of objects.  

There are no regulatory requirements related to vibration from the train line, therefore there are no 
mitigation requirements for this project.  

Since the anticipated interior vibration levels are compliant with the FTA acceptability criteria, there is no 
significant impact from rail vibration to occupants of the site.  

6.0 MECHANICAL VENTILATION - RESIDENTIAL 

Because the windows and doors must be kept closed to meet the noise requirements, mechanical or other 
means of ventilation may be required for all units. The ventilation system shall not compromise the sound 
insulation capability of the exterior facade assembly. 
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7.0 SUMMARY 

Veneklasen has assessed the exterior noise environment based on the updated plans and current project 
drawings. VeneklasenΩǎ conclusions are summarized below.  

¶ All buildings comply with the residential building criteria of 70 LDN except those in Zone A.  

¶ All recreational areas comply with the criteria of 65 LDN from traffic sources and 70 LDN from rail 
sources with inclusion of the recommended barriers along the railroad and Monterey Road.  

¶ Provide an 8-foot-tall sound wall between the railroad and the project. 

¶ Provide a 42-inch-tall sound wall at the bocce ball recreation area along Monterey Road. 

¶ Provide solid balcony barriers, 46-inch-tall, at balconies within Zone A. 

¶ Provide window assemblies with minimum ratings as indicated in Table 3 and Figure 1. See Appendix I for 
full requirements. 

¶ Locate balcony access in Zone A where preferred per section 4.5, as feasible. 

¶ Refer to Appendix I for the glazing acoustical ratings (glass, frame and seals). This is the specification of 
the windows and doors for the project and includes the required specified acoustical STC and 
Transmission Loss specified for all exterior windows and doors. This is required to be satisfied.  

¶ The vibration levels inside of the residential buildings are predicted to be less than the 80 VdB threshold 
recommended by FTA based on the number of events. There are no regulatory requirements and 
therefore no mitigation is required. 

If you have any questions or comments regarding this report, please do not hesitate to contact us. 
 
Sincerely, 
Veneklasen Associates, Inc. 

 
John LoVerde, FASA 
Principal  
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APPENDIX I ς GLAZING REQUIREMENTS 

In order to meet the predicted interior noise levels described in Section 3.4, the glazing shall meet the 
following requirements: 

Table 4ς Acoustical Glazing Requirements: Minimum Octave Band Transmission Loss and STC Rating 

Nominal Thickness 

Minimum Transmission Loss 
Octave Band Center Frequency (Hz) 

Min. 
STC 

Rating 125 250 500 1000 2000 4000 

мέ Řǳŀƭ 21 19 28 34 37 33 30 

мέ Řǳŀƭ 23 22 30 36 37 36 33 

мέ Řǳŀƭ 23 22 32 37 38 38 35 

Storm (triple glazed) 24 30 36 44 49 45 40 

Storm (triple glazed) 27 32 37 45 49 51 42 

Balcony/Patio Door 18 16 28 34 36 37 30 

Balcony/Patio Door 21 22 29 35 37 39 33 

Balcony/Patio Door 24 28 35 36 37 42 36 

The transmission loss values in the table above can likely be met with the following glazing assemblies: 

1. {¢/ олΥ мκуέ ƳƻƴƻƭƛǘƘƛŎ ς оκпέ ŀƛǊǎǇŀŎŜ ς мκуέ ƳƻƴƻƭƛǘƘƛŎ 
2. {¢/ ооΥ оκмсέ ƳƻƴƻƭƛǘƘƛŎ ς ммκмсέ ŀƛǊǎǇŀŎŜ ς мκуέ ƳƻƴƻƭƛǘƘƛŎ 
3. STC 35: 1/4" monolithic ς мκнέ ŀƛǊǎǇŀŎŜ ς мκпέ ƳƻƴƻƭƛǘƘƛŎ 
4. STC 36: 1/4" monolithic ς мκнέ ŀƛǊǎǇŀŎŜ ς мκпέ laminated 
5. STC 40: 1/8" monolithic ς 1/2έ ŀƛǊǎǇŀŎŜ ς 1/8έ ƳƻƴƻƭƛǘƘƛŎ ς airspace ς storm 
6. STC 42: 3/16έ ƳƻƴƻƭƛǘƘƛŎ ς 7/16έ ŀƛǊǎǇŀŎŜ ς 1/8έ monolithic ς airspace - storm 

!ƴ ŀǎǎŜƳōƭȅΩǎ ŦǊŀƳŜ ŀƴŘ ǎŜŀƭǎ Ƴŀȅ ƭƛƳƛǘ ǘƘŜ ǇŜǊŦƻǊƳŀƴŎŜ ƻŦ ǘƘŜ ƻǾŜǊŀƭƭ ǎȅǎǘŜƳΦ ¢ƘŜ window systems 
selected for the project shall not be selected on the basis of STC rating alone but must meet the system STC 
rating provided in Table 4 above. Additionally, the assemblies given above are provided as a basis of design, 
but regardless of construction, the octave band Transmission Loss (TL) of the particular system selected must 
meet the minimum values in Table 4 above. Therefore, systems selected must meet the minimum 
Transmission Loss values and STC ratings provided in Table 4.  

Independent laboratory acoustical test reports should be provided for review by the design team to ensure 
compliance with glazing acoustical performance requirements. Lab shall be a current member of the National 
Voluntary Laboratory Accreditation Program (NVLAP) under the National Institute for Standards and 
Technology (NIST) for accreditation and shall be pre-approved by Veneklasen Associates, Inc. Tests are 
required to be completed in North America. Lab reports shall be in compliance with ASTM standard E90 and 
be no more than 10 years old (from date of submission on specific project). VA requires invitation to witness 
acoustical testing completed to demonstrate compliance with the requirements of this report and reserves 
the right to exclude test reports from laboratories that are not pre-approved by Veneklasen Associates, Inc. 
for the specific test standard. The tests shall be performed on the entire assembly, including frame and seals 
and hardware, if applicable to be used for the project. If test reports are not available for the assembly, VA 
would require that the assembly be tested at a third-party independent lab accredited through NVLAP for the 
ASTM E90. 

The BAC report questioned the purpose for these requirements regarding review of the laboratory test 
reports. Veneklasen has adopted these standards as a result of variation between laboratory testing agencies. 
Adoption of this process improves consistency and minimizes risk to a project developer, design/construction 
team, glazing manufacturers, the City, and future project residents.  
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APPENDIX II ς REFERENCE HISTORICAL ACOUSTICAL STUDIES, MEASUREMENT EXCERPTS 

Figure 2 - Edward L. Pack Associates Report, June 2018 
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Figure 3 - Edward L. Pack Associates Report, June 2018 

 



 

 

Veneklasen Associates 
 

Morgan Hill 7; Morgan Hill, CA 
Exterior Noise and Façade Acoustical Analysis; VA Project No. 4616-015 

November 26, 2019ςPage 11 

 

www.veneklasen.com 

 

Figure 4 - Edward L. Pack Associates Report, June 2018 
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Figure 5 - Edward L. Pack Associates Report, June 2018 
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Figure 6 - Edward L. Pack Associates Report, June 2018 

 








